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Corrections to the French version appear after the English text. 

Les corrections à la version française sont données après le texte anglais. 
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Figure G.1 (2 of 2) 

Replace Figure G.1(2 of 2) with the following new figure: 

 

NOTE 1 This flow-chart is only informative to improve the understanding of 5.2. The mandatory requirement is 
given in 5.2. 

NOTE 2 Dimensioning of functional insulation can be determined in a similar way considering 5.2 and 5.2.4. 

NOTE 3 When the requirements of IEC 60664-3 Type 1 protection are met, pollution degree 1 in IEC 60664-1 is 
applicable. 

Figure G.1 – Determination of clearance distances according to 5.2 (2 of 2) 


