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Foreword 

The text of document 17C/371/FDIS, future edition 1 of IEC 62271-202, prepared by SC 17C, 
High-voltage switchgear and controlgear assemblies, of IEC TC 17, Switchgear and controlgear, was 
submitted to the IEC-CENELEC parallel vote and was approved by CENELEC as EN 62271-202 on 
2006-09-01. 

This European Standard supersedes EN 61330:1996. 

The following dates were fixed: 

– latest date by which the EN has to be implemented 
 at national level by publication of an identical 
 national standard or by endorsement 

 
 
(dop) 

 
 
2007-09-01 

– latest date by which the national standards conflicting 
 with the EN have to be withdrawn  

 
(dow) 

 
2009-09-01 

Annexes ZA and ZB have been added by CENELEC. 

__________ 

Endorsement notice 

The text of the International Standard IEC 62271-202:2006 was approved by CENELEC as a European 
Standard without any modification. 

In the official version, for Bibliography, the following notes have to be added for the standards indicated: 

IEC 60076-5 NOTE   Harmonized as EN 60076-5:2006 (not modified). 

IEC 60243-1 NOTE   Harmonized as EN 60243-1:1998 (not modified). 

IEC 60947-1 NOTE   Harmonized as EN 60947-1:2004 (not modified). 

ISO 3231 NOTE   Harmonized as EN ISO 3231:1997 (not modified). 

__________ 
 

This docum
ent is a preview generated by EVS



 - 3 - EN 62271-202:2007 

 

Annex ZA  
(normative) 

 
Normative references to international publications 

with their corresponding European publications 
 
The following referenced documents are indispensable for the application of this document. For dated 
references, only the edition cited applies. For undated references, the latest edition of the referenced 
document (including any amendments) applies.  
 
NOTE   When an international publication has been modified by common modifications, indicated by (mod), the relevant EN/HD 
applies.  
 
Publication Year Title EN/HD Year 
  

IEC 60076 Series Power transformers EN 60076 Series  
  

IEC 60076-1 -1) Power transformers -  
Part 1: General 

EN 60076-1 
+ A11 
+ A12 

19972)

1997 
2002  

  

IEC 60076-2 -1) Power transformers -  
Part 2: Temperature rise 

EN 60076-2 19972) 
 
  

IEC 60076-5 -1) Power transformers -  
Part 5: Ability to withstand short circuit 

EN 60076-5 20062) 
 
  

IEC 60076-10 -1) Power transformers -  
Part 10: Determination of sound levels 

EN 60076-10 20012) 
 
  

IEC 60076-11 -1) Power transformers -  
Part 11: Dry-type transformers 

EN 60076-11 20042) 
 
  

IEC 60364-4-41 -1) Low-voltage electrical installations -  
Part 4-41: Protection for safety - Protection 
against electric shock 

HD 60364-4-41 20072) 

 
  

IEC 60439-1 -1) Low-voltage switchgear and controlgear 
assemblies -  
Part 1: Type-tested and partially type-tested 
assemblies 

EN 60439-1 19992) 

 
  

IEC 604663) -1) AC insulation-enclosed switchgear and 
controlgear for rated voltages above 1 kV and 
up to and including 38 kV 

- - 

 
  

IEC 60529 -1) Degrees of protection provided by enclosures 
(IP Code) 

EN 60529 
+ corr. May  

19912)

1993  
  

IEC 60664-1 -1) Insulation coordination for equipment within 
low-voltage systems -  
Part 1: Principles, requirements and tests 

EN 60664-1 20032) 

 
  

IEC 60694  -1) Common specifications for high-voltage 
switchgear and controlgear standards 

EN 60694 
+ corr. May  

19962)

1999  
  

                                                      
1) Undated reference. 
2) Valid edition at date of issue. 
3) IEC 60466 is superseded by IEC 62271-201:2006; which is harmonized as EN 62271-201:2006. 
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Publication Year Title EN/HD Year 
IEC 60721-1 -1) Classification of environmental conditions - 

Part 1: Environmental parameters and their 
severities 

EN 60721-1 19952) 

 
  

IEC 60721-2-2 -1) Classification of environmental conditions - 
Part 2: Environmental conditions appearing in 
nature - Precipitation and wind 

HD 478.2.2 S1 19902) 

 
  

IEC 60721-2-4 -1) Classification of environmental conditions -- 
Part 2: Environmental conditions appearing in 
nature -- Solar radiation and temperature 

HD 478.2.4 S1 19892) 

 
  

IEC 60815 -1) Guide for the selection of insulators in respect 
of polluted conditions 

- - 
 
  

IEC 60905 -1) Loading guide for dry-type power 
transformers 

- - 
 
  

IEC 61166 -1) High-voltage alternating current circuit-
breakers - Guide for seismic qualification of 
high-voltage alternating current circuit-
breakers 

EN 61166 19932) 

 
  

IEC 61180-1 -1) High-voltage test techniques for low-voltage 
equipment - Part 1: Definitions, test and 
procedure requirements 

EN 61180-1 19942) 

 
  

IEC 61936-1 -1) Power installations exceeding 1kV a.c. -  
Part 1: Common rules 

- - 
 
  

IEC 62262 -1) Degrees of protection provided by enclosures 
for electrical equipment against external 
mechanical impacts (IK code) 

EN 62262 20022) 

 
  

IEC 62271-200 -1) High-voltage switchgear and controlgear - 
Part 200: AC metal-enclosed switchgear and 
controlgear for rated voltages above 1 kV and 
up to and including 52 kV 

EN 62271-200 20042) 

 
  

ISO/IEC Guide 51 -1) Safety aspects - Guidelines for their inclusion 
in standards 

- - 
 
  

ISO 1052 -1) Steels for general engineering purposes - -  
  

ISO 1182 -1) Reaction to fire tests for building products - 
Non-combustibility test 

EN ISO 1182 20022) 
 
  

ISO 1716 -1) Reaction to fire tests for building products - 
Determination of the heat of combustion 

EN ISO 1716 20022) 
 
  

ISO 6508-1 -1) Metallic materials - Rockwell hardness test - 
Part 1: Test method (scales A, B, C, D, E, F, 
G, H, K, N, T) 

EN ISO 6508-1 20052) 
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Annex ZB 
(informative) 

 
A-deviations 

A-deviation: National deviation due to regulations, the alteration of which is for the time being outside the 
competence of the CENELEC national member.  

This European Standard does not fall under any Directive of the EC. 

In the relevant CENELEC countries these A-deviations are valid instead of the provisions of the European 
Standard until they have been removed. 

Clause Deviation 

5.1 Belgium  
(Wiring rules: Règlement Général sur les Installations Electriques, R.G.I.E. § 71 et 72.02) 

 The cross-section of conductor shall be not less than 25 mm2. 

__________ 
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Numérotation des publications 

Depuis le 1er janvier 1997, les publications de la CEI 
sont numérotées à partir de 60000. Ainsi, la CEI 34-1 
devient la CEI 60034-1. 

Editions consolidées 

Les versions consolidées de certaines publications de la 
CEI incorporant les amendements sont disponibles. Par 
exemple, les numéros d’édition 1.0, 1.1 et 1.2 indiquent 
respectivement la publication de base, la publication de 
base incorporant l’amendement 1, et la publication de 
base incorporant les amendements 1 et 2. 

Informations supplémentaires  
sur les publications de la CEI 

Le contenu technique des publications de la CEI est 
constamment revu par la CEI afin qu'il reflète l'état 
actuel de la technique. Des renseignements relatifs à 
cette publication, y compris sa validité, sont dispo-
nibles dans le Catalogue des publications de la CEI 
(voir ci-dessous) en plus des nouvelles éditions, 
amendements et corrigenda. Des informations sur les 
sujets à l’étude et l’avancement des travaux entrepris 
par le comité d’études qui a élaboré cette publication, 
ainsi que la liste des publications parues, sont 
également disponibles par l’intermédiaire de: 

• Site web de la CEI (www.iec.ch) 

• Catalogue des publications de la CEI 

Le catalogue en ligne sur le site web de la CEI 
(www.iec.ch/searchpub) vous permet de faire des 
recherches en utilisant de nombreux critères, 
comprenant des recherches textuelles, par comité 
d’études ou date de publication. Des informations en 
ligne sont également disponibles sur les nouvelles 
publications, les publications remplacées ou retirées, 
ainsi que sur les corrigenda. 

• IEC Just Published 

Ce résumé des dernières publications parues 
(www.iec.ch/online_news/justpub) est aussi dispo-
nible par courrier électronique. Veuillez prendre 
contact avec le Service client (voir ci-dessous) 
pour plus d’informations. 

• Service clients 

Si vous avez des questions au sujet de cette 
publication ou avez besoin de renseignements 
supplémentaires, prenez contact avec le Service 
clients: 

Email:  custserv@iec.ch 
Tél:  +41 22 919 02 11 
Fax:  +41 22 919 03 00 

 

 Publication numbering 

As from 1 January 1997 all IEC publications are 
issued with a designation in the 60000 series. For 
example, IEC 34-1 is now referred to as IEC 60034-1. 

Consolidated editions 

The IEC is now publishing consolidated versions of its 
publications. For example, edition numbers 1.0, 1.1 
and 1.2 refer, respectively, to the base publication, 
the base publication incorporating amendment 1 and 
the base publication incorporating amendments 1 
and 2. 

Further information on IEC publications 
 

The technical content of IEC publications is kept 
under constant review by the IEC, thus ensuring that 
the content reflects current technology. Information 
relating to this publication, including its validity, is 
available in the IEC Catalogue of publications 
(see below) in addition to new editions, amendments 
and corrigenda. Information on the subjects under 
consideration and work in progress undertaken by the 
technical committee which has prepared this 
publication, as well as the list of publications issued, 
is also available from the following: 

• IEC Web Site (www.iec.ch) 

• Catalogue of IEC publications 

The on-line catalogue on the IEC web site 
(www.iec.ch/searchpub) enables you to search by a 
variety of criteria including text searches, 
technical committees and date of publication. On-
line information is also available on recently 
issued publications, withdrawn and replaced 
publications, as well as corrigenda. 
  

• IEC Just Published  

This summary of recently issued publications 
(www.iec.ch/online_news/justpub) is also available 
by email. Please contact the Customer Service 
Centre (see below) for further information.  
 

• Customer Service Centre 

If you have any questions regarding this 
publication or need further assistance, please 
contact the Customer Service Centre:  
 

Email: custserv@iec.ch 
Tel:  +41 22 919 02 11 
Fax:  +41 22 919 03 00 

. 
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COMMISSION ÉLECTROTECHNIQUE INTERNATIONALE 
___________ 

 
APPAREILLAGE À HAUTE TENSION – 

 
Partie 202: Postes préfabriqués  

haute tension/basse tension  
 
 

AVANT-PROPOS 

1) La Commission Electrotechnique Internationale (CEI) est une organisation mondiale de normalisation composée 
de l'ensemble des comités électrotechniques nationaux (Comités nationaux de la CEI). La CEI a pour objet de 
favoriser la coopération internationale pour toutes les questions de normalisation dans les domaines de 
l'électricité et de l'électronique. A cet effet, la CEI – entre autres activités – publie des Normes internationales, 
des Spécifications techniques, des Rapports techniques, des Spécifications accessibles au public (PAS) et des 
Guides (ci-après dénommés "Publication(s) de la CEI"). Leur élaboration est confiée à des comités d'études, 
aux travaux desquels tout Comité national intéressé par le sujet traité peut participer. Les organisations 
internationales, gouvernementales et non gouvernementales, en liaison avec la CEI, participent également aux 
travaux. La CEI collabore étroitement avec l'Organisation Internationale de Normalisation (ISO), selon des 
conditions fixées par accord entre les deux organisations. 

2) Les décisions ou accords officiels de la CEI concernant les questions techniques représentent, dans la mesure 
du possible, un accord international sur les sujets étudiés, étant donné que les Comités nationaux de la CEI 
intéressés sont représentés dans chaque comité d’études. 

3) Les Publications de la CEI se présentent sous la forme de recommandations internationales et sont agréées 
comme telles par les Comités nationaux de la CEI. Tous les efforts raisonnables sont entrepris afin que la CEI 
s'assure de l'exactitude du contenu technique de ses publications; la CEI ne peut pas être tenue responsable de 
l'éventuelle mauvaise utilisation ou interprétation qui en est faite par un quelconque utilisateur final. 

4) Dans le but d'encourager l'uniformité internationale, les Comités nationaux de la CEI s'engagent, dans toute la 
mesure possible, à appliquer de façon transparente les Publications de la CEI dans leurs publications 
nationales et régionales. Toutes divergences entre toutes Publications de la CEI et toutes publications 
nationales ou régionales correspondantes doivent être indiquées en termes clairs dans ces dernières. 

5) La CEI n’a prévu aucune procédure de marquage valant indication d’approbation et n'engage pas sa 
responsabilité pour les équipements déclarés conformes à une de ses Publications. 

6) Tous les utilisateurs doivent s'assurer qu'ils sont en possession de la dernière édition de cette publication. 

7) Aucune responsabilité ne doit être imputée à la CEI, à ses administrateurs, employés, auxiliaires ou 
mandataires, y compris ses experts particuliers et les membres de ses comités d'études et des Comités 
nationaux de la CEI, pour tout préjudice causé en cas de dommages corporels et matériels, ou de tout autre 
dommage de quelque nature que ce soit, directe ou indirecte, ou pour supporter les coûts (y compris les frais 
de justice) et les dépenses découlant de la publication ou de l'utilisation de cette Publication de la CEI ou de 
toute autre Publication de la CEI, ou au crédit qui lui est accordé. 

8) L'attention est attirée sur les références normatives citées dans cette publication. L'utilisation de publications 
référencées est obligatoire pour une application correcte de la présente publication.  

9) L’attention est attirée sur le fait que certains des éléments de la présente Publication de la CEI peuvent faire 
l’objet de droits de propriété intellectuelle ou de droits analogues. La CEI ne saurait être tenue pour 
responsable de ne pas avoir identifié de tels droits de propriété et de ne pas avoir signalé leur existence. 

La Norme internationale CEI 62271-202 a été établie par le sous-comité 17C: Ensembles 
d’appareillages haute tension, du comité d'études 17 de la CEI: Appareillage.  

Le texte de cette norme est issu des documents suivants: 

FDIS Rapport de vote 

17C/371/FDIS 17C/375/RVD 

 
Le rapport de vote indiqué dans le tableau ci-dessus donne toute information sur le vote ayant 
abouti à l'approbation de cette norme. 

Cette publication a été rédigée selon les directives ISO/CEI, partie 2. 
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INTERNATIONAL ELECTROTECHNICAL COMMISSION 
___________ 

 
HIGH-VOLTAGE SWITCHGEAR AND CONTROLGEAR –  

 
Part 202: High-voltage/low-voltage prefabricated substation 

 
 

FOREWORD 
1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising 

all national electrotechnical committees (IEC National Committees). The object of IEC is to promote 
international co-operation on all questions concerning standardization in the electrical and electronic fields. To 
this end and in addition to other activities, IEC publishes International Standards, Technical Specifications, 
Technical Reports, Publicly Available Specifications (PAS) and Guides (hereafter referred to as “IEC 
Publication(s)”). Their preparation is entrusted to technical committees; any IEC National Committee interested 
in the subject dealt with may participate in this preparatory work. International, governmental and non-
governmental organizations liaising with the IEC also participate in this preparation. IEC collaborates closely 
with the International Organization for Standardization (ISO) in accordance with conditions determined by 
agreement between the two organizations. 

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international 
consensus of opinion on the relevant subjects since each technical committee has representation from all 
interested IEC National Committees.  

3) IEC Publications have the form of recommendations for international use and are accepted by IEC National 
Committees in that sense. While all reasonable efforts are made to ensure that the technical content of IEC 
Publications is accurate, IEC cannot be held responsible for the way in which they are used or for any 
misinterpretation by any end user. 

4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications 
transparently to the maximum extent possible in their national and regional publications. Any divergence 
between any IEC Publication and the corresponding national or regional publication shall be clearly indicated in 
the latter. 

5) IEC provides no marking procedure to indicate its approval and cannot be rendered responsible for any 
equipment declared to be in conformity with an IEC Publication. 

6) All users should ensure that they have the latest edition of this publication. 

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and 
members of its technical committees and IEC National Committees for any personal injury, property damage or 
other damage of any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and 
expenses arising out of the publication, use of, or reliance upon, this IEC Publication or any other IEC 
Publications.  

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is 
indispensable for the correct application of this publication. 

9) Attention is drawn to the possibility that some of the elements of this IEC Publication may be the subject of 
patent rights. IEC shall not be held responsible for identifying any or all such patent rights. 

International Standard IEC 62271-202 has been prepared by subcommittee 17C: High-voltage 
switchgear and controlgear assemblies, of IEC technical committee 17: Switchgear and 
controlgear. 

The text of this standard is based on the following documents: 

FDIS Report on voting 

17C/371/FDIS 17C/375/RVD 

 
Full information on the voting for the approval of this standard can be found in the report on 
voting indicated in the above table. 

This publication has been drafted in accordance with the ISO/IEC Directives, Part 2. 
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Les normes suivantes font partie de la même série CEI 62271, sous le titre général 
Appareillage à haute tension: 

Partie 200:  Appareillage sous enveloppe métallique pour courant alternatif de tensions 
assignées supérieures à 1 kV et inférieures ou égales à 52 kV 

Partie 201:  Appareillage sous enveloppe isolante pour courant alternatif de tension assignée 
supérieure à 1 kV et inférieure ou égale à 52 kV 

Partie 203:  Appareillage sous enveloppe métallique à isolation gazeuse de tensions 
assignées supérieures à 52 kV 

Le comité a décidé que le contenu de cette publication ne sera pas modifié avant la date de 
maintenance indiquée sur le site web de la CEI sous «http://webstore.iec.ch» dans les données 
relatives à la publication recherchée. A cette date, la publication sera 

• reconduite; 
• supprimée; 
• remplacée par une édition révisée, ou 
• amendée. 
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The following standards belong to the same IEC 62271 series, under the general title High-
voltage switchgear and controlgear: 

Part 200:  AC metal-enclosed switchgear and controlgear for rate voltages above 1 kV and 
up to and including 53 kV 

Part 201:  AC insulation-enclosed switchgear and controlgear for rated voltages above 1 kV 
and up to and including 52 kV  

Part 203:  Gas-insulated metal-enclosed switchgear for rated voltages above 52 kV 

The committee has decided that the contents of this publication will remain unchanged until 
the maintenance result date indicated on the IEC web site under "http://webstore.iec.ch" in 
the data related to the specific publication. At this date, the publication will be  

• reconfirmed; 
• withdrawn; 
• replaced by a revised edition, or 
• amended. 
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INTRODUCTION 

Les postes préfabriqués sont définis comme un ensemble soumis à des essais de type et 
comprenant une enveloppe incluant un ou plusieurs transformateurs, des appareillages basse 
tension et haute tension, des connexions et des équipements auxiliaires, destiné à fournir de 
l'énergie basse tension à partir d'un réseau haute tension ou vice versa. Ces postes se 
trouvent dans des emplacements accessibles au public et il convient que la sécurité des 
personnes soit assurée dans les conditions de services spécifiées. 

Cela signifie que, outre les caractéristiques spécifiées, les valeurs assignées et les procédures 
d'essai applicables, une attention particulière a été portée aux spécifications relatives à la 
protection des personnes, les opérateurs et le public. L’utilisation de matériels soumis à des 
essais de type ainsi que la conception et la construction adéquates de l'enveloppe assurent 
cette protection. La conception et les performances du poste de transformation préfabriqué 
sont vérifiées au moyen d’essais de type décrits dans cette norme, incluant les essais d’arc dû 
à un défaut interne. 
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INTRODUCTION 

Prefabricated substations are defined as a type-tested assembly comprising an enclosure 
containing  transformers, low-voltage and high-voltage switchgear, connections and auxiliary 
equipment to supply low-voltage energy from a high-voltage system or vice versa. These 
substations are in locations accessible to the public and should ensure protection to persons 
according to the specified service conditions. 

This means that, in addition to the specified characteristics, ratings and relevant test 
procedures, particular attention has been paid to the specification concerning the protection 
of persons, both operators and general public. Use of type-tested components and suitable 
design and construction of the enclosure ensure this protection. The correct design and 
performance of the prefabricated substation are verified by means of relevant type tests 
described in this standard, including internal arc tests. 
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APPAREILLAGE À HAUTE TENSION – 
 

Partie 202: Postes préfabriqués  
haute tension/basse tension  

 
 
 

1 Généralités 

1.1 Domaine d'application 

La présente Norme Internationale prescrit les conditions de service, les caractéristiques 
assignées, les exigences structurelles générales, et les méthodes d'essai applicables aux 
postes préfabriqués HT/BT ou BT/HT qui sont connectés par câble, pour être manœuvrés de 
l'intérieur (à aire de manœuvre) ou de l'extérieur (sans aire de manœuvre), pour courant 
alternatif de tensions assignées supérieures à 1 kV et inférieures ou égales à 52 kV côté HT, 
pour un ou plusieurs transformateurs, pour des fréquences de service inférieures ou égales à 
60 Hz et pour installation à l'extérieur, dans des endroits accessibles au public. 

Les postes préfabriqués peuvent être situés au niveau du sol ou partiellement ou 
complètement au-dessous du niveau du sol. 

En général un poste préfabriqué comprend les principaux composants suivants (fonctions): 

– une enveloppe; 
– un ou plusieurs transformateurs de puissance;  
– des appareillages HT et BT; 
– des interconnexions HT et BT; 
– des équipements et circuits auxiliaires. 

Toutefois les dispositions pertinentes de cette norme sont également applicables aux 
conceptions pour lesquelles tous ces composants ne sont pas présents (par exemple une 
installation comprenant un transformateur de puissance et un appareillage BT). 

NOTE Il convient que les postes non préfabriqués satisfassent aux exigences de la CEI 61936-1. 

1.2 Références normatives 

Les documents de référence suivants sont indispensables pour l'application du présent 
document. Pour les références datées, seule l'édition citée s'applique. Pour les références non 
datées, la dernière édition du document de référence s'applique (y compris les éventuels 
amendements). 

CEI 60076, Transformateurs de puissance (toutes les parties) 

CEI 60076-1, Transformateurs de puissance – Partie 1: Généralités  

CEI 60076-2, Transformateurs de puissance – Partie 2: Echauffement 

CEI 60076-5, Transformateurs de puissance – Partie 5: Tenue au court-circuit 

CEI 60076-10, Transformateurs de puissance –Partie 10: Détermination des niveaux de bruit 

CEI 60076-11, Transformateurs de puissance – Partie 11: Transformateurs de type sec 
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HIGH-VOLTAGE SWITCHGEAR AND CONTROLGEAR –  
 

Part 202: High-voltage/low-voltage prefabricated substation 
 
 
 

1 General 

1.1 Scope 

This part of IEC 62271 specifies the service conditions, rated characteristics, general 
structural requirements and test methods of HV/LV or LV/HV prefabricated substations, which 
are cable-connected, to be operated from inside (walk-in type) or outside (non-walk-in type) 
for alternating current of rated voltages above 1 kV and up to and including 52 kV on the HV 
side, and for one or more transformers for service frequencies up to and including 60 Hz for 
outdoor installation in locations with public accessibility. 

Prefabricated substations can be situated at ground level or partially or completely below 
ground level. 

In general, a prefabricated substation comprises the following main components (functions): 

– enclosure; 
– power transformers; 
– HV and LV switchgear and controlgear; 
– HV and LV interconnections; 
– auxiliary equipment and circuits. 

However, relevant provisions of this standard are applicable to designs where not all these 
components exist (for example, an installation consisting of power transformer and LV 
switchgear). 

NOTE Non-prefabricated substations should comply with the applicable requirements of IEC 61936-1. 

1.2 Normative references 

The following referenced documents are indispensable for the application of this document. 
For dated references, only the edition cited applies. For undated references, the latest edition 
of the referenced document (including any amendments) applies. 

IEC 60076 (all parts), Power transformers  

IEC 60076-1, Power transformers – Part 1: General 

IEC 60076-2, Power transformers – Part 2: Temperature rise 

IEC 60076-5, Power transformers – Part 5: Ability to withstand short circuit 

IEC 60076-10, Power transformers – Part 10: Determination of sound levels 

IEC 60076-11, Power transformers – Part 11: Dry-type power transformers 
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CEI 60364-4-41, Installations électriques des bâtiments – Partie 4: Protection pour assurer la 
sécurité – Protection contre les chocs électriques 

CEI 60439-1, Ensembles d'appareillage à basse tension – Partie 1: Ensembles de série et 
ensembles dérivés de série 

CEI 60466, Appareillage sous enveloppe isolante pour courant alternatif de tension assignée 
supérieure à 1 kV et inférieure ou égale à 38 kV 

CEI 60529, Degrés de protection procurés par les enveloppes (Code IP) 

CEI 60664-1, Coordination de l'isolement des matériels dans les systèmes (réseaux) à basse 
tension – Partie 1: Principes, prescriptions et essais 

CEI 60694, Spécifications communes aux normes de l’appareillage à haute tension 

CEI 60721-1, Classification des conditions d’environnement – Partie 1: Agents d’environnement 
et leurs sévérités 

CEI 60721-2-2, Classification des conditions d’environnement – Deuxième partie: Conditions 
d’environnement présentes dans la nature – Précipitations et vent 

CEI 60721-2-4, Classification des conditions d’environnement – Partie 2-4: Conditions 
d’environnement présentes dans la nature – Rayonnement solaire et température 

CEI 60815, Guides pour le choix des isolateurs sous pollution 

CEI 60905, Guide de charge pour transformateurs de puissance du type sec 

CEI 61166, Disjoncteurs à courant alternatif à haute tension – Guide pour la qualification 
sismique des disjoncteurs à courant alternatif à haute tension 

CEI 61180-1, Techniques des essais à haute tension pour matériels à basse tension – Partie 1: 
Définitions, prescriptions et modalités relatives aux essais 

CEI 61936-1, Installations électriques en courant alternatif de puissance supérieure à 1 kV – 
Partie 1: Règles communes 

CEI 62262, Degrés de protection procurés par les enveloppes de matériels électriques contre 
les impacts mécaniques externes (code IK) 

CEI 62271-200, Appareillage à haute tension – Partie 200: Appareillage sous enveloppe 
métallique pour courant alternatif de tensions assignées supérieures à 1 kV et inférieures ou 
égales à 52 kV 

ISO/IEC Guide 51, Aspects liés à la sécurité – Principes directeurs pour les inclure dans les 
normes 

ISO 1052, Aciers de construction mécanique d’usage général 

ISO 1182, Essais de réaction au feu des produits de construction — Essai d'incombustibilité 

ISO 1716, Essais de réaction au feu des produits de construction — Détermination de la 
chaleur de combustion 

ISO 6508-1, Matériaux métalliques – Essais de dureté Rockwell – Partie 1 : Méthodes d’essais 
(Echelles A, B, C, D, E, F, G, H, K, N, T) 
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IEC 60364-4-41, Electrical installations of buildings – Part 4-41: Protection for safety – 
Protection against electric shock  

IEC 60439-1, Low-voltage switchgear and controlgear assemblies – Part 1: Type-tested and 
partially type-tested assemblies 

IEC 60466, AC insulation-enclosed switchgear and controlgear for rated voltages above 1 kV 
and up to and including 38 kV 

IEC 60529, Degrees of protection provided by enclosures (IP Code) 

IEC 60664-1, Insulation coordination for equipment within low-voltage systems – Part 1: 
Principles, requirements and tests 

IEC 60694, Common specifications for high-voltage switchgear and controlgear standards 

IEC 60721-1, Classification of environmental conditions – Part 1: Environmental parameters 
and their severities 

IEC 60721-2-2, Classification of environmental conditions – Part 2-2: Environmental 
conditions appearing in nature – Precipitation and wind 

IEC 60721-2-4, Classification of environmental conditions – Part 2-4: Environmental 
conditions appearing in nature – Solar radiation and temperature 

IEC 60815, Guide for the selection of insulators in respect of polluted conditions 

IEC 60905, Loading guide for dry-type power transformers 

IEC 61166, High-voltage alternating current circuit-breakers – Guide for seismic qualification 
of high-voltage alternating current circuit-breakers 

IEC 61180-1, High-voltage test techniques for low-voltage equipment – Part 1: Definitions, 
test and procedure requirements 

IEC 61936-1, Power installations exceeding 1 kV – Part 1: Common rules 

IEC 62262, Degrees of protection provided by enclosures for electrical equipment against 
external mechanical impacts (IK code) 

IEC 62271-200, High-voltage switchgear and controlgear – AC metal-enclosed switchgear and 
controlgear for rated voltages above 1 kV and up to and including 52 kV 

ISO/IEC Guide 51, Safety aspects – Guidelines for their inclusion in standards 

ISO 1052, Steels for general engineering purposes 

ISO 1182, Reaction to fire tests for building products – Non-combustibility tests 

ISO 1716, Reaction to fire tests for building products – Determination of the heat of 
combustion 

ISO 6508-1, Metallic materials – Rockwell hardness test – Part 1: Test methods (scales A, B, 
C, D, E, F, G, H, K, N, T) 
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