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European foreword 

This document (EN 12098-3:2022) has been prepared by Technical Committee CEN/TC 247 “Building 
Automation, Controls and Building Management”, the secretariat of which is held by SNV. 

This European Standard shall be given the status of a national standard, either by publication of an 
identical text or by endorsement, at the latest by May 2023, and conflicting national standards shall be 
withdrawn at the latest by May 2023. 

Attention is drawn to the possibility that some of the elements of this document may be the subject of 
patent rights. CEN shall not be held responsible for identifying any or all such patent rights. 

This document supersedes EN 12098-3:2017 and EN 12098-5:2017. 

In comparison with the previous edition, the following technical modifications have been made: 

— subclause 6.7 “Switching times” has been updated with new functionalities; 

— a new subclause 6.10.3 “Data retention” has been added. 

This document has been prepared under a Standardization Request given to CEN by the European 
Commission and the European Free Trade Association. 

This document is part of the set of standards on the energy performance of buildings (the set of EPB 
standards). 

Any feedback and questions on this document should be directed to the users’ national standards body. 
A complete listing of these bodies can be found on the CEN website. 

According to the CEN-CENELEC Internal Regulations, the national standards organisations of the 
following countries are bound to implement this European Standard: Austria, Belgium, Bulgaria, Croatia, 
Cyprus, Czech Republic, Denmark, Estonia, Finland, France, Germany, Greece, Hungary, Iceland, Ireland, 
Italy, Latvia, Lithuania, Luxembourg, Malta, Netherlands, Norway, Poland, Portugal, Republic of North 
Macedonia, Romania, Serbia, Slovakia, Slovenia, Spain, Sweden, Switzerland, Türkiye and the United 
Kingdom. 
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Introduction 

This document belongs to the family of standards aimed at international harmonization of the 
methodology for the assessment of the energy performance of buildings. Throughout, this group of 
standards is referred to as a set called “EPB set of standards”. 

As part of the “EPB set of standards” it complies with the requirements for the set of basic EPB documents 
EN ISO 52000-1 (see Clause 2), CEN/TS 16628 and CEN/TS 16629 (see [2] and [3]) developed under a 
mandate given to CEN by the European Commission and the European Free Trade Association (M/480 
[12]). 

The standards issued by TC 247 for M/480 belong to the EPB set of standards and are in line with the 
over-arching standard (EN ISO 52000-1) and drafted in accordance with the basic principles and detailed 
technical rules developed in the Phase I of the mandate. 

Also, these standards are clearly identified in the modular structure developed to ensure a transparent 
and coherent EPB standard set. BAC (Building Automation and Control) is identified in the modular 
structure as Technical Building System M10. However, the standards of TC 247 deal with control 
accuracy, control functions and control strategies using standards communications protocol (these last 
standards do not belong to the EPB standards set). 

To avoid a duplication of calculation due to the BAC (avoid double impact), no calculations are done in 
the BAC EPB standard set, but in each underlying standard of the EPB set of standards (from M1 to M9 in 
the Modular Structure), an IDENTIFIER developed and present in the M10 covered by EN ISO 52120-1 is 
used where appropriate. This way of interaction is described in detail in the Technical Report 
(CEN ISO/TR 52000-2) accompanying the over-arching standard. As a consequence, the Annex A and 
Annex B concept as EXCEL sheets with the calculation formulas used in the EPB standards are not 
applicable for the standards issued by TC 247 for M/480. 

The main target groups of this document are all the users of the set of EPB standards (e.g. architects, 
engineers, regulators). 

Further target groups are parties wanting to motivate their assumptions by classifying the building 
energy performance for a dedicated building stock. 

More information is provided in the Technical Report accompanying this document 
(CEN/TR 12098-7:2022 [5]). 

Table 1 shows the relative position of this document within the set of EPB standards in the context of the 
modular structure as set out in EN ISO 52000-1. 
NOTE 1 In CEN ISO/TR 52000-2 the same table can be found, with, for each module, the numbers of the relevant 
EPB standards and accompanying technical reports that are published or in preparation. 

NOTE 2 The modules represent EPB standards, although one EPB standard can cover more than one module and 
one module can be covered by more than one EPB standard, for instance a simplified and a detailed method, 
respectively. 
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Table 1 — Position of this document (in casu M3–5, 6, 7, 8), within the modular structure of the 
set of EPB standards 

  Overarching Building 
(as such) 

Technical Building System 

Su
bm

od
ul

e 

D
es

cr
ip

ti
on

s 

D
es

cr
ip

ti
on

s 

D
es

cr
ip

ti
on

s 

H
ea

ti
ng

 

Co
ol

in
g 

Ve
nt

ila
ti

on
 

H
um

id
ifi

ca
ti

on
 

D
eh

um
id

ifi
ca

ti
on

 

D
om

es
ti

c 
H

ot
 w

at
er

s 

Li
gh

ti
ng

 

Bu
ild

in
g 

au
to

m
at

io
n 

an
d 

co
nt

ro
l 

PV
, w

in
d.

.. 

sub1 M1 M2   M3 M4 M5 M6 M7 M8 M9 M10 M11 
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and definitions; 
symbols, units 
and subscripts 
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Needs                   
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NOTE The shaded modules are not applicable. 
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1 Scope 

This document is applicable to electronic control equipment for heating systems with direct electrical 
emission, which have an integrated outside compensated function and or optimum start/stop function. 

This control equipment controls the distribution and/or the generation of heat in relation to the outside 
temperature and time and other reference variables. 

This document is also applicable to controllers that contain an integrated optimum start or an optimum 
start-stop control function. The controller modulates heating or control modes of electronic individual 
zone or emitter control equipment. 

Safety requirements on heating systems remain unaffected by this document. The dynamic behaviour of 
the local thermostats, sensors, or actuators is not covered in this document. 

A multi-distribution and/or multi-generation system needs a coordinated solution to prevent undesired 
interaction and is not part of this document. 

2 Normative references 

The following documents are referred to in the text in such a way that some or all of their content 
constitutes requirements of this document. For dated references, only the edition cited applies. For 
undated references, the latest edition of the referenced document (including any amendments) applies. 

EN 60038, CENELEC standard voltages (IEC 60038) 

EN 60529, Degrees of protection provided by enclosures (IP Code) (IEC 60529) 

EN 60730-1, Automatic electrical controls for household and similar use — Part 1: General requirements 
(IEC 60730-1) 

EN ISO 7345, Thermal performance of buildings and building components — Physical quantities and 
definitions (ISO 7345) 

EN ISO 52000-1:2017, Energy performance of buildings — Overarching EPB assessment — Part 1: General 
framework and procedures (ISO 52000-1:2017) 

3 Terms and definitions 

For the purposes of this document, the terms and definitions given in EN ISO 7345 and 
EN ISO 52000-1:2017 and the following apply. 

ISO and IEC maintain terminology databases for use in standardization at the following addresses: 

— ISO Online browsing platform: available at https://www.iso.org/obp 

— IEC Electropedia: available at https://www.electropedia.org/ 
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