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EESTI STANDARDI EESSÕNA   NATIONAL FOREWORD 

Käesolev Eesti standard EVS-EN 12390-2:2009 
sisaldab Euroopa standardi EN 12390-2:2009 
ingliskeelset teksti. 

This Estonian standard EVS-EN 12390-2:2009 
consists of the English text of the European 
standard EN 12390-2:2009. 

 
Standard on kinnitatud Eesti Standardikeskuse 
29.05.2009 käskkirjaga ja jõustub sellekohase 
teate avaldamisel EVS Teatajas.  
 
 
 
Euroopa standardimisorganisatsioonide poolt 
rahvuslikele liikmetele Euroopa standardi teksti 
kättesaadavaks tegemise kuupäev on 
08.04.2009. 
 

 
This standard is ratified with the order of 
Estonian Centre for Standardisation   dated 
29.05.2009  and is endorsed with the notification 
published in the official bulletin of the Estonian 
national standardisation organisation. 
 
Date of Availability of the European standard text 
08.04.2009. 

Standard on kättesaadav Eesti 
standardiorganisatsioonist. 

The standard is available from Estonian 
standardisation organisation. 

ICS 91.100.30 

Võtmesõnad: betoon, katsekehad, kivistunud betoon, tugevuskatse 

 

Standardite reprodutseerimis- ja levitamisõigus kuulub Eesti Standardikeskusele 

Andmete paljundamine, taastekitamine, kopeerimine, salvestamine elektroonilisse süsteemi või edastamine ükskõik millises vormis või 
millisel teel on keelatud ilma Eesti Standardikeskuse poolt antud kirjaliku loata. 
 
Kui Teil on küsimusi standardite autorikaitse kohta, palun võtke ühendust Eesti Standardikeskusega: 
Aru 10 Tallinn 10317 Eesti;  www.evs.ee;  Telefon: 605 5050;  E-post: info@evs.ee  
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Foreword 

This document (EN 12390-2:2009) has been prepared by Technical Committee CEN/TC 104 “Concrete and 
related products”, the secretariat of which is held by DIN. 

This European Standard shall be given the status of a national standard, either by publication of an identical 
text or by endorsement, at the latest by October 2009, and conflicting national standards shall be withdrawn at 
the latest by October 2009. 

Attention is drawn to the possibility that some of the elements of this document may be the subject of patent 
rights. CEN [and/or CENELEC] shall not be held responsible for identifying any or all such patent rights. 

This document supersedes EN 12390-2:2000. 

The results of a laboratory inter-comparison, part-funded by the EC under the Measurement and Testing 
Programme contract MATI-CT-94-0043, have been taken into account in the drafting of this European 
Standard. 

The compaction of specimens in the moulds using hand tamping, vibrating table, or internal (poker) vibrator 
are accepted as equivalent. However, it was found in this programme that the use of an internal vibrator to 
compact specimens of air entrained fresh concrete should only be done with caution, if loss of entrained air is 
to be avoided. 

Curing specimens in a closely regulated humidity chamber is recognised as being equivalent to curing in 
water.  

This standard is one of a series concerned with testing concrete. 

The series EN 12390 includes the following parts: 

EN 12390 Testing hardened concrete –  

Part 1: Shape, dimensions and other requirements of specimens and moulds; 

Part 2: Making and curing specimens for strength tests;  

Part 3: Compressive strength of test specimens;  

Part 4: Compressive strength - Specification for testing machines;  

Part 5: Flexural strength of test specimens;  

Part 6: Tensile splitting strength of test specimens;  

Part 7: Density of hardened concrete;  

Part 8: Depth of penetration of water under pressure. 

CAUTION — When cement is mixed with water, alkali is released. Take precautions to avoid dry 
cement entering the eyes, mouth and nose whilst mixing concrete. Prevent skin contact with wet 
cement or concrete by wearing suitable protective clothing. If cement or concrete enters the eye, 
immediately wash it out thoroughly with clean water and seek medical treatment without delay. Wash 
wet concrete off the skin immediately. 
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The following amendments have been made to the 2000-10 edition of this standard: 

 editorial revision 

 clarification of filling procedure of moulds 

 clarification of compacting procedure of concrete. 

According to the CEN/CENELEC Internal Regulations, the national standards organizations of the following 
countries are bound to implement this European Standard: Austria, Belgium, Bulgaria, Cyprus, Czech 
Republic, Denmark, Estonia, Finland, France, Germany, Greece, Hungary, Iceland, Ireland, Italy, Latvia, 
Lithuania, Luxembourg, Malta, Netherlands, Norway, Poland, Portugal, Romania, Slovakia, Slovenia, Spain, 
Sweden, Switzerland and the United Kingdom. 
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1 Scope 

This European Standard specifies methods for making and curing test specimens for strength tests. It covers 
the preparation and filling of moulds, compaction of the concrete, levelling the surface, curing of test 
specimens and transporting test specimens. 

2 Normative references 

The following referenced documents are indispensable for the application of this document. For dated 
references, only the edition cited applies. For undated references, the latest edition of the referenced 
document (including any amendments) applies. 

EN 12350-1, Testing fresh concrete – Part 1: Sampling 

EN 12390-1, Testing hardened concrete – Part 1: Shape, dimensions and other requirements for  specimens 
and moulds 
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