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Käsitlusala: 
This document is applicable to gas-fired 
appliances producing domestic hot water. 
It applies to both instantaneous and 
storage appliances; water-heaters and 
combination boilers that have:- heat input 
not exceeding 70 kW; and - hot water 
storage capacity (if any) not exceeding 
300 l.In the case of combination boilers, 
with or without storage, domestic hot 
water production is integrated or coupled, 
the whole being marketed as a single unit.
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Foreword 

This document (EN 13203-1:2006) has been prepared by Technical Committee CEN/TC 109 “Central heating 
boilers using gaseous fuels”, the secretariat of which is held by NEN. 

This European Standard shall be given the status of a national standard, either by publication of an identical text or 
by endorsement, at the latest by January 2007, and conflicting national standards shall be withdrawn at the latest 
by January 2007. 

According to the CEN/CENELEC Internal Regulations, the national standards organizations of the following 
countries are bound to implement this European Standard: Austria, Belgium, Cyprus, Czech Republic, Denmark, 
Estonia, Finland, France, Germany, Greece, Hungary, Iceland, Ireland, Italy, Latvia, Lithuania, Luxembourg, Malta, 
Netherlands, Norway, Poland, Portugal, Romania, Slovakia, Slovenia, Spain, Sweden, Switzerland and United 
Kingdom. 
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1  Scope 

This document is applicable to gas-fired appliances producing domestic hot water. It applies to both instantaneous 
and storage appliances; water-heaters and combination boilers that have: 

 heat input not exceeding 70 kW; and 

 hot water storage capacity (if any) not exceeding 300 l. 

In the case of combination boilers, with or without storage, domestic hot water production is integrated or coupled, 
the whole being marketed as a single unit. 

This document is formed in two parts, which cover two aspects of domestic hot water production. 

EN 13203-1 sets out in qualitative and quantitative terms the performance in delivery of domestic hot water for a 
selected variety of uses. It also gives a system for presenting the information to the user. This first part 
compliments EN 26, EN 89 and EN 625.  

EN 13203-2 sets out a method for assessing the energy performance of the appliances. It defines a number of daily 
delivery programmes for each domestic hot water use, kitchen, shower, bath and a combination of these, together 
with corresponding test procedures, enabling the energy performances of different gas-fired appliances to be 
compared and matched to the needs of the user. 

2 Normative references 

The following referenced documents are indispensable for the application of this document. For dated references, 
only the edition cited applies. For undated references, the latest edition of the referenced document (including any 
amendments) applies. 

EN 625, Gas-fired central heating boilers - Specific requirements for the domestic hot water operation of 
combination boilers of nominal heat input not exceeding 70 kW. 

3 Terms and definitions 

For the purposes of this document, the following terms and definitions apply. 

3.1 
control cycle 
time cycle for keeping components and/or the hot water tank (if any) of the domestic hot water circuit at 
predetermined temperature level, consists of an «ON» duration time during which the heating of the domestic hot 
water (by gas energy and auxiliary energy) is operating, and an «OFF» duration time during which no heating 
occurs 

3.2 
domestic water mean temperature 
average temperature of the water delivered during the time ∆t  

∫ ⋅
∆

= tT
t

T d1
m  

SYMBOL Tm  

3.3 
domestic water test temperature 
temperature of the delivered water at which the tests are conducted 
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