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Foreword 

This document (EN 14897:2006+A1:2007) has been prepared by Technical Committee CEN/TC 164 “Water 
supply”, the secretariat of which is held by AFNOR. 

This document shall be given the status of a national standard, either by publication of an identical text or by 
endorsement, at the latest by December 2007 and conflicting national standards shall be withdrawn at the 
latest by December 2007. 

This document includes Amendment 1, approved by CEN on 2007-05-10. 

This document supersedes EN 14897:2006. 

The start and finish of text introduced or altered by amendment is indicated in the text by tags ! ". 

With respect to potential adverse effects on the quality of water intended for human consumption/caused by 
the product covered by this standard, the following is pointed out to the user of the standard. 

1) This standard provides no information as to whether the product may be used without restriction in 
any of the Member States. 

2) It should be noted that, while awaiting the adoption of verifiable European criteria, existing national 
regulations concerning the use and/or characteristics of this product remain in force.  

According to the CEN/CENELEC Internal Regulations, the national standards organizations of the following 
countries are bound to implement this European Standard: Austria, Belgium, Bulgaria, Cyprus, Czech 
Republic, Denmark, Estonia, Finland, France, Germany, Greece, Hungary, Iceland, Ireland, Italy, Latvia, 
Lithuania, Luxembourg, Malta, Netherlands, Norway, Poland, Portugal, Romania, Slovakia, Slovenia, Spain, 
Sweden, Switzerland and United Kingdom. 
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1 Scope 

This document specifies definitions, principles of construction, requirements and methods for testing the 
performance of UV devices for drinking water installations inside buildings which are permanently connected 
to the mains supply at the point of entry into a building or within the water distribution system inside the 
building. 

UV devices in the sense of this standard are UV bactericidal treatment devices or UV disinfection devices. 

2 Normative references 

The following referenced documents are indispensable for the application of this document. For dated 
references, only the edition cited applies. For undated references, the latest edition of the referenced 
document (including any amendments) applies. 

EN 1717, Protection against pollution of potable water in water installations and general requirements of 
devices to prevent pollution by backflow 

3 Definitions 

For the purposes of this document, the following terms and definitions apply. 

3.1 
absorption 
decrease of the incident irradiance of a light beam including transformation into other forms suffered by 
radiant energy passing through a material substance (e. g. heat) 

3.2 
irradiance 
measure of the UV light flux divided by the area that intercepts the radiation, in W/m2    

NOTE The irradiance measured in UV disinfection devices by the UV device sensor  is mainly influenced by the lamp 
output, the transmittance of the water, and scaling/fouling of the protective quartz sleeves and the position of the lamps in 
the radiation chamber. 

3.3 
disinfection 
action of killing or inactivating all types of pathogenic bacteria to a specified degree of at least 99,999 % and 
all types of pathogenic viruses to a degree of at least 99,99 % using a UV disinfection device 

3.4 
bactericidal treatment 
action of inactivating or killing bacteria present in water to an unspecified degree using a UV bactericidal 
treatment device 

3.5 
fluence 
dose 
product of irradiance in W/m2 and exposure time in s, in J/m2 

NOTE Fluence is the correct term from a strictly scientific point of view.  

3.6 
germicidal fluence 
fluence weighted with the germicidal UV sensitivity, in J/m2 
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