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Foreword 

This document (EN ISO 23553-1:2014) has been prepared by Technical Committee ISO/TC 161 “Control and 
protective devices for gas and/or oil burners and appliances” in collaboration with Technical Committee 
CEN/TC 47 “Atomizing oil burners and their components - Function - Safety - Testing” the secretariat of which 
is held by DIN. 

This European Standard shall be given the status of a national standard, either by publication of an identical 
text or by endorsement, at the latest by November 2014, and conflicting national standards shall be withdrawn 
at the latest by November 2014. 

Attention is drawn to the possibility that some of the elements of this document may be the subject of patent 
rights. CEN [and/or CENELEC] shall not be held responsible for identifying any or all such patent rights. 

This document supersedes EN ISO 23553-1:2009. 

According to the CEN-CENELEC Internal Regulations, the national standards organizations of the following 
countries are bound to implement this European Standard: Austria, Belgium, Bulgaria, Croatia, Cyprus, Czech 
Republic, Denmark, Estonia, Finland, Former Yugoslav Republic of Macedonia, France, Germany, Greece, 
Hungary, Iceland, Ireland, Italy, Latvia, Lithuania, Luxembourg, Malta, Netherlands, Norway, Poland, Portugal, 
Romania, Slovakia, Slovenia, Spain, Sweden, Switzerland, Turkey and the United Kingdom. 

Endorsement notice 

The text of ISO 23553-1:2014 has been approved by CEN as EN ISO 23553-1:2014 without any modification. 
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Introduction

This part of ISO 23553 is designed to be used in combination with ISO 23550. This part together with 
ISO 23550 establishes the full requirements as they apply to the product covered by this part of ISO 23553. 
This part of ISO 23553 adapts ISO 23550, where needed, by stating “with the following modification”, 
“with the following addition”, “is replaced by the following” or “is not applicable,” in the corresponding 
clause.

In order to identify specific requirements that are particular to this part of ISO 23553, that are not 
already covered by ISO 23550, this document may contain clauses or subclauses that are additional to 
the structure of ISO 23550. These clauses are numbered starting from 101 or, in the case of an Annex, 
are designated AA, BB, CC etc.

In an attempt to develop a fully International Standard, it has been necessary to take into consideration 
the differing requirements resulting from practical experience and installation practices in various 
regions of the world and to recognize the variation in basic infrastructure associated with oil controls 
and appliances, some of which are addressed in Annexes E, F and G. This part of ISO 23553 intends to 
provide a basic framework of requirements that recognizes these differences.
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Safety and control devices for oil burners and oil-burning 
appliances — Particular requirements —

Part 1: 
Automatic and semi-automatic valves
IMPORTANT — When reference is made in this part of — ISO 23553 to ISO 23550, the word “gas” 
shall be replaced by “oil” as appropriate. The current base standard, ISO 23550:2011, focuses on 
gas controls only. It is, however, the intention to revise the base standard in such a fashion that 
both, gas and oil product standards can be used in conjunction with the base standard. Attention 
is drawn especially to the following subclauses: 6.4, 7.4 and 7.5.

1 Scope

This part of ISO 23553 specifies safety, constructional and performance requirements and testing of 
automatic and semi-automatic valves for oil.

It applies to automatic and semi-automatic valves which are:

— normally closed;

— used in combustion plants to interrupt the oil flow with or without delay on closing;

— for use with oil types (e.g. middle distillate fuel oil, crude oil, heavy fuel oil or kerosene) without 
gasoline;

NOTE 1 For other oil types (e.g. oil emulsions), additional test methods can be agreed between the manufacturer 
and the test authority.

NOTE 2 Oil types from petroleum refining processes are classified ISO-F-D in ISO 8216-99 and form part 
of a device having other function(s), such as oil pumps. In this case the test methods apply to those parts or 
components of the device forming the automatic and semi-automatic valves, i.e. those parts which are necessary 
for the closing function;

— for use on burners or in appliances using oil;

— directly or indirectly operated, electrically or by mechanical or hydraulic means;

— fitted with or without closed-position indicator switches.

This part of ISO 23553 covers type testing only.

2 Normative references

The following documents, in whole or in part, are normatively referenced in this document and are 
indispensable for its application. For dated references, only the edition cited applies. For undated 
references, the latest edition of the referenced document (including any amendments) applies.

ISO 228-1, Pipe threads where pressure-tight joints are not made on the threads — Part 1: Dimensions, 
tolerances and designation

ISO 272, Fasteners — Hexagon products — Widths across flats

ISO 1179-1, Connections for general use and fluid power — Ports and stud ends with ISO 228-1 threads with 
elastomeric or metal-to-metal sealing — Part 1: Threaded ports
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