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European foreword 

This document (HD 60364-5-537:2016) was prepared by CLC/TC 64 “Electrical installations and 
protection against electric shock”. 

The following dates are fixed: 

— latest date by which the document has to be implemented 
at national level by publication of an identical national 
standard or by endorsement 

(dop) 2017-05-11 

— latest date by which the national standards conflicting with 
the document have to be withdrawn 

(dow) 2019-11-11 

This document supersedes HD 384.5.537 S2:1998. 

HD 60364-5-537:2016 includes the following significant technical changes with respect to the previous 
edition: the contents of this document has been adapted to give requirements on implementation of 
the measures provided in HD 60364-4-46:2016 and requirements for proper functioning, in terms of 
selection and erection of electrical equipment for isolation and switching. Another significant technical 
change is the introduction of Annex A. 

NOTE Complementarily, the text of HD 60364-4-46:2016 has been revised so that it only includes general 
requirements on measures for isolation and switching to provide for the safety of persons, livestock and property.  

Attention is drawn to the possibility that some of the elements of this document may be the subject of 
patent rights. CENELEC [and/or CEN] shall not be held responsible for identifying any or all such 
patent rights. 
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537 Devices for isolation and switching 

537.0 Introduction 

537.0.1 Scope 

This part of HD 60364 deals with general requirements for isolation and switching and with the 
requirements for selection and erection of the devices provided to fulfil such functions. 

537.0.2 Normative references 

The following documents, in whole or in part, are normatively referenced in this document and are 
indispensable for its application. For dated references, only the edition cited applies. For undated 
references, the latest edition of the referenced document (including any amendments) applies. 

EN 60269 / HD 60269 / CLC/TR 60269 series, Low-voltage fuses (IEC 60269 series) 

EN 60309 (series), Plugs, socket-outlets and couplers for industrial purposes (IEC 60309 series) 

EN 60669-1, Switches for household and similar fixed-electrical installations – Part 1: General 
requirements (IEC 60669-1) 

EN 60669-2-1, Switches for household and similar fixed electrical installations – Part 2-1: Particular 
requirements – Electronic switches (IEC 60669-2-1) 

EN 60669-2-2, Switches for household and similar fixed electrical installations – Part 2-2: Particular 
requirements – Electromagnetic remote-control switches (RCS) (IEC 60669-2-2) 

EN 60669-2-3, Switches for household and similar fixed electrical installations – Part 2-3: Particular 
requirements – Time delay switches (TDS) (IEC 60669-2-3) 

EN 60669-2-4, Switches for household and similar fixed electrical installations – Part 2-4: Particular 
requirements – Isolating switches (IEC 60669-2-4) 

EN 60669-2-5, Switches for household and similar fixed electrical installations – Part 2-5: Particular 
requirements – Switches and related accessories for use in home and building electronic systems 
(HBES) (IEC 60669-2-5) 

EN 60669-2-6, Switches for household and similar fixed electrical installations – Part 2-6: Particular 
requirements – Fireman's switches for exterior and interior signs and luminaires (IEC 60669-2-6) 

EN 60898-1, Electrical accessories – Circuit breakers for overcurrent protection for household and 
similar installations – Part 1: Circuit-breakers for a.c. operation (IEC 60898-1) 

EN 60898-2, Electrical accessories – Circuit breakers for overcurrent protection for household and 
similar installations – Part 2: Circuit-breakers for a.c. and d.c. operation (IEC 60898-2) 

EN 60947-2, Low-voltage switchgear and controlgear – Part 2: Circuit-breakers (IEC 60947-2) 

EN 60947-3, Low-voltage switchgear and controlgear – Part 3: Switches, disconnectors, switch-
disconnectors and fuse-combination units (IEC 60947-3) 

EN 60947-4-1, Low-voltage switchgear and controlgear – Part 4-1: Contactors and motor-starters – 
Electromechanical contactors and motor-starters (IEC 60947-4-1) 

EN 60947-4-2, Low-voltage switchgear and controlgear – Part 4-2: Contactors and motor-starters – 
AC semiconductor motor controllers and starters (IEC 60947-4-2) 
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EN 60947-4-3, Low-voltage switchgear and controlgear – Part 4-3: Contactors and motor-starters – 
AC semiconductor controllers and contactors for non-motor loads (IEC 60947-4-3) 

EN 60947-5-1, Low-voltage switchgear and controlgear – Part 5-1: Control circuit devices and 
switching elements – Electromechanical control circuit devices (IEC 60947-5-1) 

EN 60947-6-1, Low-voltage switchgear and controlgear – Part 6-1: Multiple function equipment – 
Transfer switching equipment (IEC 60947-6-1) 

EN 60947-6-2, Low-voltage switchgear and controlgear – Part 6-2: Multiple function equipment – 
Control and protective switching devices (or equipment) (CPS) (IEC 60947-6-2) 

EN 60947-7-1, Low-voltage switchgear and controlgear – Part 7-1: Ancillary equipment – Terminal 
blocks for copper conductors (IEC 60947-7-1) 

EN 61008-2-1, Residual current operated circuit-breakers without integral overcurrent protection for 
household and similar uses (RCCB's) – Part 2-1: Applicability of the general rules to RCCB's 
functionally independent of line voltage (IEC 61008-2-1) 

EN 61009-2-1, Residual current operated circuit-breakers with integral overcurrent protection for 
household and similar uses (RCBO's) – Part 2-1: Applicability of the general rules to RCBO's 
functionally independent of line voltage (IEC 61009-2-1) 

EN 61095, Electromechanical contactors for household and similar purposes (IEC 61095) 

EN 61984:2009, Connectors – Safety requirements and tests (IEC 61984:2008) 

EN 61995 (series), Devices for the connection of luminaires for household and similar purposes 
(IEC 61995 series) 

EN 62423, Type F and type B residual current operated circuit-breakers with and without integral 
overcurrent protection for household and similar uses (IEC 62423) 

EN 62606, General requirements for arc fault detection devices (IEC 62606) 

EN 62626-1, Low-voltage switchgear and controlgear enclosed equipment – Part 1: Enclosed switch-
disconnectors outside the scope of IEC 60947-3 to provide isolation during repair and maintenance 
work (IEC 62626-1) 

HD 60364-4-46:2016, Low-voltage electrical installations – Part 4-46: Protection for safety – Isolation 
and switching 

IEC 60417, Graphical symbols for use on equipment 

IEC 60884 (series), Plugs and socket-outlets for household and similar purposes 

IEC 60906 (series), IEC system of plugs and socket-outlets for household and similar purposes 
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