
 
                        

 

 

 
EESTI STANDARDIKESKUS 

 

EESTI STANDARD EVS-EN 60360:2001 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Standardmeetod lambi sokli ületemperatuuri 
mõõtmiseks 
 

Standard method of measurement of lamp cap 
temperature rise 

 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 

 
 
 
 
 
 
 



 

 

 
 
 
 
 

EESTI STANDARDI EESSÕNA   NATIONAL FOREWORD 

Käesolev Eesti standard EVS-EN 60360:2001 
sisaldab Euroopa standardi EN 60360:1998 
ingliskeelset teksti. 

This Estonian standard EVS-EN 60360:2001 
consists of the English text of the European 
standard EN 60360:1998. 

 
Standard on kinnitatud Eesti Standardikeskuse 
12.07.2001 käskkirjaga ja jõustub sellekohase 
teate avaldamisel EVS Teatajas.  
 

 
This standard is ratified with the order of 
Estonian Centre for Standardisation   dated 
12.07.2001  and is endorsed with the notification 
published in the official bulletin of the Estonian 
national standardisation organisation. 
 
 

Standard on kättesaadav Eesti 
standardiorganisatsioonist. 

The standard is available from Estonian 
standardisation organisation. 

ICS 29.140.10 

 

 

Standardite reprodutseerimis- ja levitamisõigus kuulub Eesti Standardikeskusele 

Andmete paljundamine, taastekitamine, kopeerimine, salvestamine elektroonilisse süsteemi või edastamine ükskõik millises vormis või 
millisel teel on keelatud ilma Eesti Standardikeskuse poolt antud kirjaliku loata. 
 
Kui Teil on küsimusi standardite autorikaitse kohta, palun võtke ühendust Eesti Standardikeskusega: 
Aru 10 Tallinn 10317 Eesti;  www.evs.ee;  Telefon: 605 5050;  E-post: info@evs.ee  
 
Right to reproduce and distribute Estonian Standards belongs to the Estonian Centre for Standardisation 
 
No part of this publication may be reproduced or utilized in any form or by any means, electronic or mechanical, including 
photocopying, without permission in writing from Estonian Centre for Standardisation. 
 
If you have any questions about standards copyright, please contact Estonian Centre for Standardisation: 
Aru str 10 Tallinn 10317 Estonia; www.evs.ee; Phone: +372 605 5050; E-mail: info@evs.ee 

This docum
ent is a preview generated by EVS

This docum
ent is a preview generated by EVS



I

, EUROPEAN STANDARD

NORME EUROPEENNE

EN 60360

EUROPAISCHE NORM August 1998

tCS 29.trt9.1q Supersedes EN 60360:1989 + 41:1994 + 42:1997

Descriptors: Tungsten filament lamp, lamp cap, temperature rise, test method, test conditions

English version

Standard method of measurement of lamp cap tempelatule rise
(lEC 60360:1 998)

M6thode normalis6e de mesure de
l'6chauffement d'un culot de lampe
(CEl 60360:1998)

Standardverfahren zur Messung der
La m pensoc kel -U bertem Peratur
(lEC 60360:1998)

This European Standard vvas approved by CENELEC on 1998-08-01. CENELEC members are bound to
comply with the CENICENELEC lnternal Regulations which stipulats the conditions for giving this
European Standard the status of a national standard wi_thout any alteration'

Up-to-date lists and bibliographical references concerning such national standards may be obtained on

application to the Central Secretariat or to any CENELEC member.

This European Standard exists in three official versions {English, French, German). A version in any other
language made by translation under the responsibility of a CENELEC member into its own language and

notified to the Central Secretariat has the same status as the official versions.

CENELEC members are the national etectrotechnical committees of Austria, BElgium, Czech Republic,
Denmark, Finland, France, Germany, Greece, lceland, lreland, ltaly, Luxembourg, Netherlands, Norway,
Portugal, Spain, Sweden, Switzerland and United Kingdom.

CENELEC
European Committee for Electrotechnical Standardization

Comit6 Europ6en de Normalisation Electrotechnique
Europiiisches Komitee fOr Elektrotechnische Normung

Central Secretariat: rue de Stassart 35, B - 105O Brussels

@ t ggg CENELEC - All rights of explohation in any form and by any means reserved worldwide for OENELEC members.

Ref. No. EN 60360:1998 E

This docum
ent is a preview generated by EVS

This docum
ent is a preview generated by EVS



Page 2
EN 60360:1998

Foreword

The text of document 34A/814/FD|S, future edition 3 of IEC 60360, prepared by SC 34A,
Lamps, of IEC TC 34, Lamps and related equipment, was submitted to the IEC-CENELEC

parallel vote and was approved by CENELEC as EN 60360 on 1998-08-01.

This European Standard supersedes EN 60360:1989 and its amendments A1:1994 and

A2:1997.

The following dates were fixed:

- latest date by which the EN has to be implemented
at national level by publication of an identical
national standard or by endorsement (dopl 1999-05-01

- latest date by which the national standards conflicting
with the EN have to be withdrawn (dow) 2001-05-01

Annexes designated "normative" are part of the body of the standard.
In this standard, annex ZA is normative.
Annex ZA has been added by CENELEC.

Endorsement notice

The text of the International Standard IEC 60360:1998 was approved by CENELEC as a
European Standard without any modification.
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Annex ZA (normative)

Normative references to international publications
with their corresponding European publications

This European Standard incorporates by dated or undated reference, provisions from other
publications. These normative references are cited at the appropriate places in the text and
the publications are listed hereafter. For dated references, subsequent amendments to or
revisions of any of these publications apply to this European Standard only when incorporated
in it by amendment or revision. For undated references the latest edition of the publication
referred to applies (including amendments).

NOTE: When an international publication has been modified by common modifications, indicated by (modl, the
relevant EN/HD applies.

Publication Year Title EN/HD

IEC 60432 series Safety specifications for incandescent lamps EN 60432

Year

series
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Numéros des publications

Depuis le 1er janvier 1997, les publications de la CEI
sont numérotées à partir de 60000.

Publications consolidées

Les versions consolidées de certaines publications de
la CEI incorporant les amendements sont disponibles.
Par exemple, les numéros d’édition 1.0, 1.1 et 1.2
indiquent respectivement la publication de base, la
publication de base incorporant l’amendement 1, et
la publication de base incorporant les amendements 1
et 2.

Validité de la présente publication

Le contenu technique des publications de la CEI est
constamment revu par la CEI afin qu'il reflète l'état
actuel de la technique.

Des renseignements relatifs à la date de re-
confirmation de la publication sont disponibles dans le
Catalogue de la CEI.

Les renseignements relatifs à des questions à l’étude et
des travaux en cours entrepris par le comité technique
qui a établi cette publication, ainsi que la liste des
publications établies, se trouvent dans les documents
ci-dessous:

• «Site web» de la CEI*

• Catalogue des publications de la CEI
Publié annuellement et mis à jour régulièrement
(Catalogue en ligne)*

• Bulletin de la CEI
Disponible à la fois au «site web» de la CEI*
et comme périodique imprimé

Terminologie, symboles graphiques
et littéraux

En ce qui concerne la terminologie générale, le lecteur
se reportera à la CEI 60050: Vocabulaire Electro-
technique International (VEI).

Pour les symboles graphiques, les symboles littéraux
et les signes d'usage général approuvés par la CEI, le
lecteur consultera la CEI 60027: Symboles littéraux à
utiliser en électrotechnique, la CEI 60417: Symboles
graphiques utilisables sur le matériel. Index, relevé et
compilation des feuilles individuelles, et la CEI 60617:
Symboles graphiques pour schémas.

*  Voir adresse «site web» sur la page de titre.

Numbering

As from 1 January 1997 all IEC publications are
issued with a designation in the 60000 series.

Consolidated publications

Consolidated versions of some IEC publications
including amendments are available. For example,
edition numbers 1.0, 1.1 and 1.2 refer, respectively, to
the base publication, the base publication incor-
porating amendment 1 and the base publication
incorporating amendments 1 and 2.

Validity of this publication

The technical content of IEC publications is kept under
constant review by the IEC, thus ensuring that the
content reflects current technology.

Information relating to the date of the reconfirmation of
the publication is available in the IEC catalogue.

Information on the subjects under consideration and
work in progress undertaken by the technical
committee which has prepared this publication, as well
as the list of publications issued, is to be found at the
following IEC sources:

• IEC web site*

• Catalogue of IEC publications
Published yearly with regular updates
(On-line catalogue)*

• IEC Bulletin
Available both at the IEC web site* and
as a printed periodical

Terminology, graphical and letter
symbols

For general terminology, readers are referred to
IEC 60050: International Electrotechnical Vocabulary
(IEV). 

For graphical symbols, and letter symbols and signs
approved by the IEC for general use, readers are
referred to publications IEC 60027: Letter symbols to
be used in electrical technology, IEC 60417: Graphical
symbols for use on equipment. Index, survey and
compilation of the single sheets and IEC 60617:
Graphical symbols for diagrams.

*  See web site address on title page.
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COMMISSION ÉLECTROTECHNIQUE INTERNATIONALE
___________

MÉTHODE NORMALISÉE DE MESURE DE L’ÉCHAUFFEMENT
D’UN CULOT DE LAMPE

AVANT-PROPOS

1) La CEI (Commission Electrotechnique Internationale) est une organisation mondiale de normalisation composée
de l'ensemble des comités électrotechniques nationaux (Comités nationaux de la CEI). La CEI a pour objet de
favoriser la coopération internationale pour toutes les questions de normalisation dans les domaines de
l'électricité et de l'électronique. A cet effet, la CEI, entre autres activités, publie des Normes internationales.
Leur élaboration est confiée à des comités d'études, aux travaux desquels tout Comité national intéressé par le
sujet traité peut participer. Les organisations internationales, gouvernementales et non gouvernementales, en
liaison avec la CEI, participent également aux travaux. La CEI collabore étroitement avec l'Organisation
Internationale de Normalisation (ISO), selon des conditions fixées par accord entre les deux organisations.

2) Les décisions ou accords officiels de la CEI concernant les questions techniques représentent, dans la mesure
du possible un accord international sur les sujets étudiés, étant donné que les Comités nationaux intéressés
sont représentés dans chaque comité d’études.

3) Les documents produits se présentent sous la forme de recommandations internationales. Ils sont publiés
comme normes, rapports techniques ou guides et agréés comme tels par les Comités nationaux.

4) Dans le but d'encourager l'unification internationale, les Comités nationaux de la CEI s'engagent à appliquer de
façon transparente, dans toute la mesure possible, les Normes internationales de la CEI dans leurs normes
nationales et régionales. Toute divergence entre la norme de la CEI et la norme nationale ou régionale
correspondante doit être indiquée en termes clairs dans cette dernière.

5) La CEI n’a fixé aucune procédure concernant le marquage comme indication d’approbation et sa responsabilité
n’est pas engagée quand un matériel est déclaré conforme à l’une de ses normes.

6) L’attention est attirée sur le fait que certains des éléments de la présente Norme internationale peuvent faire
l’objet de droits de propriété intellectuelle ou de droits analogues. La CEI ne saurait être tenue pour
responsable de ne pas avoir identifié de tels droits de propriété et de ne pas avoir signalé leur existence.

La Norme internationale CEI 60360 a été établie par le sous-comité 34A: Lampes, du comité
d’études 34 de la CEI: Lampes et équipements associés.

Cette troisième édition annule et remplace la deuxième édition parue en 1987, l’amendement 1
(1993) et l’amendement 2 (1996) et constitue une révision technique.

Le texte de la présente norme est issu de la deuxième édition, de l’amendement 1, de
l’amendement 2 et des documents suivants:

FDIS Rapport de vote

34A/814/FDIS 34A/828/RVD

Le rapport de vote indiqué dans le tableau ci-dessus donne toute information sur le vote ayant
abouti à l'approbation de cette norme.

Dans la présente norme, les caractères d’imprimerie suivants sont utilisés:

– prescriptions proprement dites: caractères romains;

– modalités d’essais: caractères italiques;

– commentaires: petits caractères romains.

Le contenu du corrigendum de mars 1999 a été pris en considération dans cet exemplaire.
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INTERNATIONAL ELECTROTECHNICAL COMMISSION
___________

STANDARD METHOD OF MEASUREMENT
OF LAMP CAP TEMPERATURE RISE

FOREWORD

1) The IEC (International Electrotechnical Commission) is a worldwide organization for standardization comprising
all national electrotechnical committees (IEC National Committees). The object of the IEC is to promote
international co-operation on all questions concerning standardization in the electrical and electronic fields. To
this end and in addition to other activities, the IEC publishes International Standards. Their preparation is
entrusted to technical committees; any IEC National Committee interested in the subject dealt with may
participate in this preparatory work. International, governmental and non-governmental organizations liaising
with the IEC also participate in this preparation. The IEC collaborates closely with the International Organization
for Standardization (ISO) in accordance with conditions determined by agreement between the two
organizations.

2) The formal decisions or agreements of the IEC on technical matters express, as nearly as possible, an
international consensus of opinion on the relevant subjects since each technical committee has representation
from all interested National Committees.

3) The documents produced have the form of recommendations for international use and are published in the form
of standards, technical reports or guides and they are accepted by the National Committees in that sense.

4) In order to promote international unification, IEC National Committees undertake to apply IEC International
Standards transparently to the maximum extent possible in their national and regional standards. Any
divergence between the IEC Standard and the corresponding national or regional standard shall be clearly
indicated in the latter.

5) The IEC provides no marking procedure to indicate its approval and cannot be rendered responsible for any
equipment declared to be in conformity with one of its standards.

6) Attention is drawn to the possibility that some of the elements of this International Standard may be the subject
of patent rights. The IEC shall not be held responsible for identifying any or all such patent rights.

International Standard IEC 60360 has been prepared by subcommittee 34A: Lamps, of IEC
technical committee 34: Lamps and related equipment.

This third edition cancels and replaces the second edition published in 1987, amendment 1
(1993) and amendment 2 (1996), and constitutes a technical revision.

The text of this standard is based on the second edition, amendments 1 and 2 and the
following documents:

FDIS Report on voting

34A/814/FDIS 34A/828/RVD

Full information on the voting for the approval of this standard can be found in the report on
voting indicated in the above table.

In this standard, the following print types are used:

– requirements proper: in roman type;

– test specifications: in italic type;

– explanatory matter: in smaller roman type.

The contents of the corrigendum of March 1999 have  been included in this copy.
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INTRODUCTION

L’échauffement d’un culot de lampe dépend étroitement, en pratique, du montage de la lampe
et de l’état du culot. C’est pourquoi il a été nécessaire de définir une méthode de mesure
basée sur l’utilisation d’une douille d’essai normalisée. L’échauffement ∆ts mesuré sur la
douille d’essai normalisée est considéré, au regard de la présente norme, comme représentant
l’échauffement du culot de la lampe.

Comparée à la mesure de l’échauffement d’un culot de lampe nu, la mesure de l’échauffement
d’une douille d’essai normalisée présente les avantages suivants:

– une meilleure approximation des conditions réelles de fonctionnement;

– une reproductibilité améliorée par suite de la moindre influence du matériau constituant le
culot, de sa finition et de ses conditions de surface (lesquelles n’ont, en outre, que peu
d’influence sur les conditions réelles de fonctionnement);

– un nivellement (ou une moyenne) des températures des différentes parties du culot qui
donne une meilleure représentation du transfert de chaleur de la lampe au luminaire;

– une réduction des temps nécessaires aux mesures, étant donné que le thermocouple est
fixé une fois pour toutes sur la douille d’essai.
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INTRODUCTION

The temperature rise of the lamp cap is, in practice, very dependent on the mounting of the
lamp and the condition of the cap. For this reason, it has been necessary to define a method of
measurement based on the use of a standard test lampholder. The temperature rise ∆ts

measured on the standard test lampholder is taken as the lamp cap temperature rise for the
purpose of this standard.

Compared with the measurement of the temperature rise of the bare lamp cap, the measure-
ment of the temperature rise of a standard test lampholder has the following advantages:

– a better approximation to actual operating conditions;

– improved reproducibility, as there is less influence from lamp cap material, finish and
surface conditions (which also have little influence on actual operating conditions);

– levelling (or averaging) of the temperatures of various parts of the cap, giving a better
overall picture of the heat transferred from the lamp to the luminaire;

– reduced duration of measurements, as the thermocouple is fixed permanently to the test
lampholder.
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MÉTHODE NORMALISÉE DE MESURE DE L’ÉCHAUFFEMENT
D’UN CULOT DE LAMPE

1 Généralités

1.1 Domaine d’application

La présente Norme internationale décrit la méthode de mesure normalisée de l’échauffement
du culot de la lampe à appliquer pour la vérification de la conformité des lampes à
incandescence ou des lampes à décharge aux limites spécifiées. Les limites d’échauffement
relatives à des types particuliers de lampes sont, par exemple, celles dont la liste est donnée
dans la CEI 60432.

Cette norme décrit la méthode d’essai et fournit les spécifications des douilles d’essai à utiliser
avec les lampes selon le type de culot dont elles sont munies. Cette méthode a été largement
utilisée pour les lampes à incandescence, mais son application n’est pas limitée à cette
catégorie de lampes.

1.2 Référence normative

Le document normatif suivant contient des dispositions qui, par suite de la référence qui y est
faite, constituent des dispositions valables pour la présente Norme internationale. Au moment
de la publication, l'édition indiquée était en vigueur. Tout document est sujet à révision et les
parties prenantes aux accords fondés sur la présente Norme internationale sont invitées à
rechercher la possibilité d’appliquer l'édition la plus récente du document normatif indiqué ci-
après. Les membres de la CEI et de l’ISO possèdent le registre des Normes internationales en
vigueur.

CEI 60432: Prescriptions de sécurité pour lampes à incandescence

2 Définitions

Pour les besoins de la présente Norme internationale, les définitions suivantes s’appliquent:

2.1
échauffement de culot
échauffement de la surface d’une douille d’essai normalisée montée sur le culot de la lampe,
lorsque les mesures sont effectuées dans les conditions spécifiées dans la présente norme

2.2
température d’équilibre ( tm)
température stabilisée qu’une douille d’essai normalisée atteint après un temps d’allumage
suffisant de la lampe

NOTE – Il convient que la précision de mesure soit de ±1 °C.

3 Conditions générales de mesure

3.1 Vieillissement et stabilisation

Pour ces mesures, il n’est pas prévu de vieillissement préalable de la lampe. Une stabilité
suffisante de la lampe est obtenue à la fin de la durée nécessaire pour atteindre la température
d’équilibre dans l’enceinte d’essai.
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STANDARD METHOD OF MEASUREMENT
OF LAMP CAP TEMPERATURE RISE

1 General

1.1 Scope

This International Sandard describes the standard method of measurement of lamp cap
temperature rise which is to be used when testing incandescent or discharge lamps for
compliance with the limits. Temperature-rise limits for particular lamp types are, for example,
listed in IEC 60432.

It covers the method of test and the specifications for test lampholders for lamps fitted with
various sizes of Edison screw (ES) and Bayonet (BC) caps. This method has been used widely
for incandescent lamps but its application is not limited to that kind of lamp.

1.2 Normati ve reference

The following normative document contains provisions which, through reference in this text,
constitutes provisions of this International Standard. At the time of publication, the edition
indicated was valid. All normative documents are subject to revision, and parties to agreements
based on this International Standard are encouraged to investigate the possibility of applying
the most recent edition of the normative document indicated below. Members of IEC and ISO
maintain registers of currently valid International Standards.

IEC 60432: Safety specification for incandescent lamps

2 Definitions

For the purposes of this International Sandard, the following definitions apply:

2.1
temperature rise of cap
surface temperature rise of a standard test lampholder fitted to the lamp cap, when measured
under conditions specified in this standard

2.2
equilibrium temperature  (tm)
steady-state temperature of a standard test lampholder reached after a sufficient lamp
operating time

NOTE – The measuring accuracy should be ±1 °C.

3 General conditions for measurements

3.1 Ageing and stabilizing

For these measurements, no previous ageing of the lamp is required. Sufficient stability of the
lamp is achieved during the time necessary to reach the equilibrium temperature in the test
enclosure.
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